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Harnessing energy from alternative energy source has been recorded since early history. Renewable energy is abundantly found

anywhere, free of cost and has non-polluting characteristics. However, these energy sources are based on the weather condition and

possess inherited intermittent nature, which hinders stable power supply. Combining multiple renewable energy resources can be a

possible solution to overcome defects, which not only provides reliable power but also leads to reduction in required storage capacity.

Although an oversized hybrid system satisfies the load demand, it can be unnecessarily expensive. An undersized hybrid system is

economical, but may not be able to meet the load demand. The optimal sizing of the renewable energy power system depends on the

mathematical model of system components. This paper summarizes the mathematical modeling of various renewable energy system

particularly PV, wind, hydro and storage devices. Because of the nonlinear power characteristics, wind and PV system require special

techniques to extract maximum power. Hybrid system has complex control system due to integration of two (or more) different power

sources. The complexity of system increases with maximum power point tracking (MPPT) techniques employed in their subsystems.

This paper also summarizes mathematical modeling of various MPPT techniques for hybrid renewable energy systems.
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1. Introduction

At present fossil fuels contribute as the world’s major energy

sources. The non-renewable nature of fossil fuel and increasing energy

demand have made it scarcer than before and therefore its price is

skyrocketing. On the other hand renewable energy such as wind and

solar is omnipresent free and abundant in nature. Since the renewable

energy technologies are improving, the electricity cost produced by

renewable form is certainly going to decrease significantly in near

future.1-3 Energy crisis, ever increasing oil prices, climate changes due

to greenhouse gases and limitations imposed by Kyoto protocol in

production of these gases have increased people’s attention towards

effective, efficient,4 sustainable and almost pollution free renewable

energy systems.5

Even though renewable energy is novel, it is stochastic in nature. Its

availability is sporadic and should be complemented by other power

sources like batteries in most of cases.6-8 Due to intermittent nature of

the renewable energy resources, system using single renewable energy

source leads to oversized components and unnecessary operational and

lifecycle cost.9 Two or more forms of energy resources can be

combined to form a hybrid energy system that complements the

drawbacks in each individual energy resources. Therefore, the design

goals for hybrid power system are the minimization of power

production cost, minimization of power purchase from grid (if it is

connected to grid), reduction in emission, reduction of the total life

cycle cost and increase in reliability of the power generation of

system.2,10,11

Integrated system of two or more renewable energy systems, also

known as hybrid renewable energy system (HRES), is gaining

popularity because the sources can complement each other to provide

higher quality and more reliable power to customer than single source

system.12,13 A HRES can be standalone or grid connected. Standalone

systems need to have generation and storage capacity large enough to

handle the load. In a grid connected system, the size of storage device

can be relatively smaller because deficient power can be obtained from

the grid. A grid connected HRES can supply electricity to both load
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and the grid. However, when connected to grid, proper power

electronic controllers are required to control voltage, frequency,

harmonic regulations, and load sharing. Based on the type of HRES,

the operating mode of HRES can be classified into island mode where

the generated electricity is consumed locally and grid connected mode

where the renewable energy source is connected to the grid.12-14

2. Literature Survey

Diaf et al.15
 proposed a hybrid PV-Wind system in which the AC

power form the wind is directly supplied to the load via un-interruptible

power supply (UPS). The excess power, if available, is used to charge

the battery through an AC/DC converter. The power obtained from the

PV is also used in charging the battery via a DC/DC converter. In case

of peak load, power is supplied from battery to the load through a DC/

AC converter. Jeon et al.16 studied the characteristics of solar cell

through various extreme environmental conditions.

Hashimito et al.17 discussed stand-alone wind-PV hybrid system

with a secondary backup battery that ensures uninterruptable supply of

electricity to a radio base station in an island. Their system consists of

cylindrical PV modules mounted on wind generator pole to save

installation space and cost. Relationship between system idle time and

backup battery capacity was studied and battery bank was designed to

bring the system idle time to zero.

Sharaf and El-sayed18 discussed application of wind-PV hybrid

system in a micro grid. Their system is consisted of a common DC and

common AC collection bus interface. The system employs permanent

magnet DC generator to convert the wind kinetic energy into DC

power. The power obtained from PV, which is also DC, is connected to

common DC bus.

Bakos19 performed the feasibility study of wind-pumped hydro

storage system assisted by diesel generator in case of power shortage.

The system is designed as a wind farm which supplies to the load first.

Excess energy if available is used for pumping water from lower tank

to the higher reservoir so that the excess energy is stored as hydro

potential energy. When wind farm is incapable of covering the whole

load, the hydro system is called into operation and energy is supplied

from both wind and hydro. If further energy deficiency exists, then

deficit power is supplied by the diesel generator. The water reservoir

acts as an energy storage so it is designed based on energy autonomy

days. Monte Carlo analysis considering the linear characteristic of wind

energy system and undamaged hydro system has been performed to

verify the feasibility.

Bekele and Tedesse20 suggested a PV-hydro-wind hybrid system

which can supply uninterrupted electricity for a village in Ethiopia.

HOMER was used to optimize six small hydropower potentials

together with wind PV systems. Due to the limitations of HOMER to

handle more than one hydro resource at a time, optimization was

performed by taking a nominal hydropower with total sum capacity of

all small sites. Besides the primary purpose of lighting, they have

considered electricity for cooking and running flour mills along with

TVs and radio in their load calculation.

Ram Prabhakar and Ragavan14 discussed power management

strategies in battery assisted PV-wind-hydro hybrid system. A control

technique was developed, which estimates the load through energy

balance model, DC-link voltage control and drop control. The system is

capable of multi-mode operation i.e. wind-hydro-solar, wind-solar, hydro-

solar, and wind-hydro owing to non-availability of any renewable energy

resource. When weather is favorable, PV and wind are surplus. Then

water is stored in reservoir for future use. The sequence of operation used

in case of power scarcity is solar, wind, battery and hydro.

Saheb-Koussa et al.21 presented results of techno-economic analysis

of PV/wind/diesel hybrid system. For all the six sites they studied, they

found out that stand alone PV is a better solution considering the

economic aspects. But there would be deficit during the winter season,

and using a hybrid system overcome this effect. Their study suggested

that hybrid system would be reliable but is not economic.

Fadaeenejad et al.22 studied PV-wind-battery hybrid and PV-wind-

diesel-battery hybrid with aim of rural electrification in Malaysia. For

optimization of HRES iHOGA software developed by Dr. Rodolfo,

Dufo-Lopez has been used. This study suggested PV-wind-battery hybrid

as a better option. In a similar analysis, Goodbody et al.23 performed the

study on integration of renewable energy systems in Ireland. System

optimization was carried using HOMER, diurnal and seasonal variation

of load was taken into consideration for optimization. This study has also

considered space heating in the application of HRES and cost of fuel to

do so, but the capital, maintenance or replacement cost is not taken into

account due to limitations of HOMER. Ireland has high wind potential so

wind energy was found to feature in most of stand-alone or grid

connected hybrid systems. Biogas harvesting with large bio-digester was

suggested to be cost-efficient for large community. Even though some

regions simulated contains hydropower in the optimal design, the

installation was found to be difficult in those regions because of the

geographical constraints.

Akikur et al.24 carried a study on standalone solar and hybrid systems.

Solar-wind hybrid, solar-hydro hybrid, solar-wind-diesel hybrid and

solar-wind-diesel-hydro/biogas hybrid have been discussed, and viability

and significance of solar energy (both in standalone and hybrid form) in

global electrification have been shown in this study.

Djamel and Abdallah25 discussed power quality control of grid

connected wind-solar hybrid system that employs a battery connected

in the common DC bus. Though the system is said to be grid connected

much has not been discussed. A fixed speed wind turbine has been

employed so power control on high wind speed has been done by stall

control. Power control in PV has been done by employing MPPT

tracking that uses perturb and observe (P&O) method.

Meshram et al.26 proposed a hypothetical grid connected solar-hydro

hybrid system. As solar energy is abundant in summer, grid connected

solar system supplies the power while hydro system is cutoff during

operation. Similarly during rainy season when water is abundant, grid

connected hydro system is brought in operation and solar system is cut

off. During other season the system operates in hybrid mode. The

proposed system has 10kW solar capacity and 7.5 kW hydro capacity.

11 kV AC line is used to transmit the electricity form production site;

it is then connected to 132 kV, 2500 MNA grid line through step down

transformer, before supplying to customer supply; it is stepped down to

415 V for household usage.

Ismail et al.27 performed a feasibility study and techno-economic

analysis of a PV system with batteries and micro turbine- micro turbine
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acting as backup supply in the system. Component sizing and

optimization have been performed by iterative method to minimize cost

of energy (COE) production. Comparison of standalone PV, micro

turbine and hybrid system is also performed in this study. The study

found that COE of standalone micro turbine was cheaper with very

small difference. Sensitivity analysis of the system has also been

performed by considering project life time, cost of natural gas, PV

panels, battery bank, bidirectional inverter and charge regulator. The

sensitivity analysis result showed hybrid system as the better

alternative. In similar study Daud and Ismail28 designed and analyzed

a PV-wind-diesel hybrid system for a family house in Palestine

considering efficiency, reliability along with the dumped electric

power. A software that is capable of changing the variable of hybrid

energy system was developed to perform the analysis. High quantity of

dump energy was found during the simulation because the system is

designed for the worst case. In order to utilize the dump energy power

supply to street light, water pumping has been suggested. Economic

analysis of this system in terms of COE hybrid system lags behind

purchasing grid electricity. The study concludes that if remote location,

subsidy levels, cost of renewable energy equipment and environmental

effects are taken into account then hybrid systems justify their use. In

another study, the same authors29 analyzed PV-battery-diesel hybrid

system which concluded the hybrid system as best alternative when the

diesel generator is used as backup source. Kalantar and Mousavi5 also

performed similar kind of study and proposed wind-solar-micro

turbine-battery hybrid system. In their system the micro-turbine and

battery act as a backup power supply during energy deficiency.

Menshsari et al.30 discussed the optimization of hydro-wind-solar-fuel

cell hybrid using ant colony algorithm. PV, wind and electrolyzer are

connected through a common DC bus which in turn is connected to AC

bus via DC/AC transducer. The hydroelectric generator is also connected

to the AC bus which is then used to supply to the load. System reliability

was also evaluated using loss of power supply probability (LPSP). This

system has been optimized for cost and reliability.

On different application of hybrid systems, Vitali and Ricci 31

installed the solar wind hybrid system for street lighting system that

employs 3 Savonius rotors along with PV panels placed at the top of

the lamp post. Two different types of rotors; a 2 stage (90 degree

staggered) straight rotor and helical rotor with 105o maximum section

rotation were tested. Helical rotor was found to have better

performance with coefficient of performance, Cp values reaching

maximum of 0.21. A hybrid controller that can cut-out during high

speed and low speed conditions, disconnect load at low battery

condition and switch off renewable energy source when the battery is

fully charged is also employed in this system.

Saha et al.32 proposed a hypothetical hybrid system that employed

wind-solar-biogas-micro hydro hybrid as major energy sources and also

used diesel generator as emergency backup source. Micro hydro was

modeled to supply constant base load while peak power was supplied

by solar, wind biomass, and diesel generator. Biogas gives freedom to

control the output power thus it helps in balancing the energy deficit from

solar-wind and reduces output fluctuation. The optimum combination of

weather dependent non-conventional energy sources- solar and wind, and

weather independent energy source like biomass and hydro will

completely eliminate the weather dependency of the renewable energy

source and also ensures least cost of production. The power production

cost form hydro is the least so designing it to supply for the base load

significantly decreases the cost of production of electricity. The sequence

of operation of these power sources in case of power deficiency is: hydro,

wind, PV, battery, biogas and diesel engine. Hour by hour analysis of the

proposed system has been simulated in MATLAB though the analysis

does not consider the synchronization of the different power system.

Suha Yazici et al.33 proposed PV/wind/fuel cell hybrid power system

for powering amenities in a recreational vehicle (RV) with studio type

living facilities called as H2EkoKaravan. Wind and solar are the primary

energy sources of the system which supplies to load and charge batteries.

Excess energy, if available, would be used for electrolysis of water which

can be used to power the fuel cell or can be burnt as fuel in hydrogen

cooker. In case of power deficiency following hierarchy is used for power

supply: solar, wind, battery and fuel cell. The system has been designed

for three days of autonomy. Vertical axis control and MPP tracking has

also been employed in the solar panel. PV panel positions automatically

according to GPS date and time data. Component sizing is done by using

a software called HOGA which considers daily load profile, solar and

wind data, equipment options, price, and control strategy. The usability of

this vehicle has been displayed as a mobile medical center for remote

areas, as an emergency response vehicle, relief co-ordination hub or

communication center when grid power is unavailable.

Bhandari et al.34 proposed two tri-hybridization processes and

implemented one of the process for rural electrification. The tri-hybrid

system includes hydro-wind and PV systems. 

3. Mathematical Modeling

A hybrid energy system might consist of various renewable energy

conversion component like wind turbine, PV array and hydro turbines

as well as conventional non-renewable generators like diesel

generators, micro turbine and storage device like battery. A hybrid

energy system might have all or part of it. In order to correctly select

the components and subsystems for optimal sizing of the entire system,

the first step is the modeling of individual components. Modeling

process enables to identify and assists in knowing the components’

characteristics and supports in decision making. The details of

modeling is reflected by its correct prediction of performance, however

it is too complex or extremely time consuming to design a perfect

model. A sufficiently appropriate model should be tradeoff between

complexity and accuracy. Performance of individual component is

either modeled by deterministic or probabilistic approaches.35 General

methodology for modeling energy system is described below:

3.1 PV System

3.1.1 PV Potential Assessment

Power output of a PV array is based on solar irradiance and ambient

temperature. The power output in this model is calculated as15

(1)

where ηpvg is PV generation efficiency, Apvg is PV generator area (m2),

and Gt is solar irradiation in tilted module plane (W/m2). ηpvg is further

Ppv ηpvg  Apvg Gt=
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defined as

(2)

where ηpc is power conditioning efficiency which is equal to one when

MPPT is used, and β is temperature coefficient ((0.004-0.006) per 0C),

and ηr is the reference module efficiency, and Tcref is reference cell

temperature in oC. Reference temperature (Tcref) can be obtained by

relation

(3)

where Ta is ambient temperature in 0C, NOCT is nominal operating cell

temperature in 0C, and Gt is solar irradiation in tilted module plane (W/m2).

The total radiation in the solar cell considering normal and diffuse

solar radiation can be estimated as36

(4)

3.1.2 System Modeling

Solar cell, the building block of the solar array, is basically a P-N

junction semiconductor capable of producing electricity due to

photovoltaic effect.37 PV cells are interconnected in series-parallel

configuration to form a PV array.38 Using ideal single diode as shown

in Fig. 1, for an array with Ns series connected cells and Np parallel-

connected cells, the array current may be related to the array voltage as 

(5)

where

(6)

and q is the electron charge (1.6 × 10-9C), K is Boltzmann’s constant,

A is the diode ideality factor, T is the cell temperature (K). Irs is the cell

reverse saturation current at T, Tr is the cell referred temperature, Irr is

the reverse saturation current at Tr, EG is the band gap energy of the

semiconductor used in the cell. The photo current Iph varies with the

cell’s temperature and radiation as follows

(7)

where ISCR is cell short circuit current at reference temperature and

radiation, ki is the short circuit current temperature coefficient and S is

the solar radiation in (mW/cm2).

Solar cells are generally modeled as single diode in Fig. 2 and

double diode circuit model in Fig. 3. 

Single diode model uses an additional shunt resistance in parallel to

ideal shunt diode model. I-V characteristics of PV cell can be derived

using single diode model, as follows:39

(8)

(9)

where Iph is photo current (A), ID is the diode current (A), I0 is the

inverse saturation current (A), A is the diode constant, q is the charge

of the electron (1.6 × 10-9 C), K is Boltzmann’s constant, T is the cell

temperature (0C), Rs is the series resistance (ohm), Rsh is shunt

resistance (Ohm), I is the cell current (A), and V is cell voltage (V).

Output current of the PV cell using two diode model can be

described as40

(10)

where

(11)

(12)

I01 and I02 are reverse saturation current of diode 1 and diode 2, VT1

and VT2 are thermal voltage of respective diode. a1 and a2 represent the

diode ideality constants.

Simplified model for PV system modeling proposed by Zhou et al.41

is presented below

 

(13)

(14)

where νoc is normalized value of the open-circuit voltage Voc with

respect to the thermal voltage Vt = nkT/q, n is the ideality factor (1 <

n < 2), K is the Boltzmann constant, T is the PV module temperature

in kelvin, q is the electron charge, α is the factor responsible for all the

non-linear effects that the photocurrent depends on, β is a PV module
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Fig. 1 Ideal single diode PV cell model

Fig. 2 Single diode PV cell model

Fig. 3 Double diode PV model
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technology specific-related dimensionless coefficient, and γ is the

factor considering all the non-linear temperature-voltage effects.

Equation (14) represents the maximum power output of a single PV

module. A real system consists of the number of PV modules

connected in series and parallel. The total power output for an array

with Ns series connected cells and Np parallel-connected cells with PM

power of each module will be

 

(15)

3.2 Wind Power System

3.2.1 Wind Potential Assessment

The fundamental equation governing the mechanical power of the

wind turbine is given by 

(16)

where ρ is air density (kg/m3), Cp is power coefficient, A is intercepting

area of the rotor blades (m2), V is average wind speed (m/s), λ is tip

speed ratio. The theoretical maximum value of the power coefficient Cp

is 0.593, also known as Betz’s coefficient.42

 The Tip Speed Ratio (TSR) for wind turbine is defined as the ratio

of rotational speed of the tip of a blade to the wind velocity.

Mathematically, 

(17)

where R is radius of turbine (m), ω is angular speed (rad/s), V is

average wind speed (m/s).

 The energy generated by wind can be obtained by

(18)

Sometimes because of various factors the velocity of wind at any

particular height cannot be obtained by direct measurement. In that

case the data at any reference height can be interpolated or extrapolated

to find the wind speed at any particular height. The wind velocity is

measured at a lower height can be error prone due to vegetation,

shading and obstacles in the vicinity.20

(19)

where Zr is reference height (m), Z is the height where wind speed is

to be determined, Z0 is the measure of surface roughness (0.1-0.25 for

crop land), v(z) is wind speed at height z (m/s), and v(zr) is wind speed

at reference height z (m/s).

 Cut-in speed is a very low wind speed at which the turbine first

starts to rotate and generate power. Cut-out speed is the high wind

speed at which the forces on the turbine structure is high as a result

there is a risk of the damage to the rotor. To prevent damage, braking

system is employed to bring the rotor to stand-still. Rated output speed

is the wind speed between cut-in speed and cut-out speed where the

power output reaches the maximum limit that the electrical generator is

capable of and is called rated power output. The power output in terms

of wind speed can be estimated using43

 

(20)

where PR is rated power, vC is cut-in wind speed, vR is rated wind speed,

vF is rated cut-out speed, and k is the Weibull shape factor. Kalantar and

Mousavi5 used value of k as 1 while Daif et al.15 and Yang et al.44 used

the value of k as 2, Chedid et al.45 took the value as 3.

For the fixed size of rotor blade, and the power generation changes

with change in wind velocity as shown in Fig. 4. So, with the change in

wind velocity the optimum generator speed corresponding to max power

should be determined for the changed velocity. The angular speed of

generator must be changed in order to extract the maximum power, and

this process is known as maximum power point tracking (MPPT). The

next section is dedicated for MPPT. When the blade pitch angle is zero,

the power coefficient is maximized for an optimum TSR.5

The optimum rotor speed is given by:

(21)

which gives

 

(22)

where ωopt is optimum rotor angular speed in rad/s, λopt is optimum tip

speed ratio, R is radius of turbine in meters and Vwn is wind speed in

m/s

3.2.2 Drive Train Modeling

Drive train transfers high aerodynamic torque at rotor to low speed

shaft of generator through gearbox. Some generators are directly

coupled with the rotor to reduce complexity so they do not need

modeling of this part.

Drive train can be modeled using one mass model and two mass

model. Details of which can be found elsewhere.46,47 Shi et al.48

developed mathematical model based on the torsional multibody

dynamic model.
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Fig. 4 Wind Turbine power curve



162 / APRIL 2014 INTERNATIONAL JOURNAL OF PRECISION ENGINEERING AND MANUFACTURING-GREEN TECHNOLOGY  Vol. 1, No. 2

(23)

One Mass Model

 If a perfectly rigid low-speed shaft is assumed, a single mass model

(as shown in Fig. 5) of the turbine can be considered

(24)

and

(25)

where Jt is the turbine rotor moment of inertia in [kg m2], ωt is low shaft

angular speed in [rad sec-2], Kt is the turbine damping coefficient in [Nm

rad-1 sec-1] representing aerodynamic resistance, and Kg is generator

damping coefficient in [Nm rad-1 sec-1] representing mechanical friction

and windage.

Two Mass Model

The schematic of two mass wind turbine system is shown in Fig. 6.

Bati and Brennam49 presented modeling of wind turbine of which the

rotor side inertia Jr is given by 

(26)

The low speed shaft torque is given by

(27)

The generator inertia Jg is driven by the high speed shaft and braked

by the electromagnetic torque Tg of the generator

(28)

If we assume the ideal gearbox with ratio n, then

 

(29)

where the notations of which are the same as those of one mass model.

Kls is the low-speed shaft damping coefficient in [N m rad-1 sec-1], ωg

is high-speed shaft angular speed in [rad sec-2], Tm is turbine torque in

[N m], Tls is low-speed shaft torque in [N m], Jg is the generator rotor

moment of inertia in [kg m2] and Ths is high speed shaft torque in

[Nm].

After eliminating Tls time derivative from (27) and using (26) and

(28), following dynamical system is derived.

 

(30)

where

Kls = IG/Lls

Dls = ξDs

(31)

(32)

and ω/ωn is ratio of shaft frequency of oscillation to the un-damped

natural frequency of shaft, m is mass of shaft, I is second momentum of

area about the axis of rotation, Lis is shaft length, G is modulus of rigidity,

Ds is critical damping of shaft, and ξ is damping ratio of shaft.

3.2.3 Generator Modeling

Both induction and synchronous generator can be used for wind

turbine systems. Variable speed direct driven multi pole permanent

magnet synchronous generator (PMSG) is also extensively used in

wind power system because of it higher efficiency, low weight, less

maintenance, easier controllability and no need for reactive and

magnetizing current.3,50 The presence of gearbox in variable speed

wind turbine generates extra burden of cost and maintenance. Using

direct driven PMSG not only increases reliability but also decreases

weight in nacelle.51-53

The model of PMSG is done based on d-q synchronous reference

frame. PMSG voltage equation is given by 
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Fig. 5 One mass model of wind turbine system (Redrawn from ref. [47])

Fig. 6 Two mass model of wind turbine system (Redrawn from ref. [46])
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(34)

The electronic torque is given by51

 

(35)

where Lq is q axis inductance, Ld is d axis inductance, iq is q axis

current, id is d axis current, Vq is q axis voltage, Vd is d axis voltage,

ωr is angular velocity of rotor, λ is amplitude of flux induced, and p is

number of pairs of poles.

In case of squirrel cage induction generator (SCIG) following

equation in stationary d-q frame of reference can be used for dynamic

modeling5

(36)

from stator side the equation are

(37)

from rotor side the equation are

(38)

 For the air gap flux linkage the equations are

(39)

where Rs, Rr, Lm, Lls, Llr, ωr, id, iq, Vd, Vq, λd and λq are the stator winding

resistance, motor winding resistance, magnetizing inductance, stator

leakage inductance, rotor leakage inductance, electrical rotor angular speed,

current, voltage, and fluxes respectively of the d-q model respectively.

The output power and torque of turbine (Tt) in terms of rotational

speed can be obtained by substituting (17) in (16)

(40)

(41)

The power coefficient (Cp) is a nonlinear function expressed by the

fitting equation51 in form

(42)

with,

(43)

The value of constants c1 - c6 has been explained later section.

 3.3 Hydro Power System

The first step in hydro modeling is to calculate the flow rate. The

flow rate can be calculated if the catchment area of river is known in

addition to the rainfall data (monthly, daily, and hourly). Catchment

areas are the areas from which rain water flows into the river. The

above procedure is for run off river type of hydro system. The hydro

potential of a site is given by 

(44)

where Asite is catchment area of power plant (m2), Agauge is catchment

area of gauge (m2), Qsite is discharge at site (m3/s), Qgauge is discharge

at gauge (m3/s), and K is scaling constant or function.

 The mechanical power generated by the turbine is given by

(45)

where P is mechanical power output produced at the turbine, ηtotal

hydraulic efficiency of the turbine, ρ is density of water (1000 kg/m3),

g is acceleration due to gravity (9.81 m/s2), and H is effective pressure

head (m).

4. MPPT Tracking

When it comes to power control, solar and wind show a special

feature; unlike other power systems power generation cannot be

controlled by controlling the fuel inflow rate or the amount of energy

applied to the generator45,49 thus solar and wind demand for a special

control system. The amount of energy that can be extracted from the

wind does not only depend upon the wind speed but is mainly governed

by tip speed ratio (TSR).54 In order to extract maximum energy from

wind in a varying speed condition the rotational speed should be varied

to maintain optimal value of TSR all the time.

In the similar way, the power generated by solar array depends upon

insolation and temperature. The voltage-current relation and voltage-

power relation are non-linear as shown in Fig. 7. Maximum power

point (MPP) should be tracked for efficient extraction of solar energy

in PV system during varying insolation conditions. 

Maximum power from a wind-PV hybrid system can be extracted

when maximum power point tracking (MPPT) is done on each of them.

Since the variable for MPPT of wind and PV system is different,

individual tracking system should be implemented for each system.

Maximum power point tracking (MPPT) not only maximizes the

system’s efficiency but also minimizes the return period of the

installation cost.55
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4.1 MPPT Tracking in Wind

Wind turbine can operate in two different modes: fixed speed and

variable speed. Fixed speed turbine generator can be directly connected

to grid or load while in a variable speed turbine power electronic device

are used to convert variable frequency, variable power to constant

frequency and power. The use of variable speed wind turbine has made

possible to continuously adapt the rotational speed of the wind turbine

relative to wind speed in a way the turbine operates at higher efficiency

and decreases power fluctuations.7,56,57 Annual production increases by

5-10% in a variable speed turbine compared with in a fixed turbine.46

Fig. 8 shows relationship between coefficient of performance (Cp)

and tip speed ratio (λ). From the figure it is clear that as the turbine

speed changes there will be a corresponding maximum output power

which is obtained when Cp is maximized. The main objective of MPPT

in wind is to search for the maximum Cp condition in varying wind

speed.

Maximum power point can be captured in a varying wind speed by

keeping the tip ratio in its optimal value in a variable speed generation

system.58 Maximum power output of the wind turbine is difficult to

maintain at all wind speed conditions due to nonline ar characteristics

of the wind turbine.6,59 So, there are various control strategies to track

the maximum power of the wind turbine systems. Some techniques

track maximum power by observing the change in power produced

while some techniques need mechanical sensors that measure the wind

speed to calculate the value of generator speed that forces it to operate

in maximum power point thus they are sensitive to modeling

uncertainties and become insensitive in some cases.56

4.1.1 Perturb and Observe (P&O) or Hill Climb Searching (HCS)

The P&O or HCS algorithm is an iterative method of obtaining

MPP without previous knowledge of static characteristics.60 It

continuously searches for maximum power operating point under

fluctuating conditions. In this method rotor speed is changed by small

step and the corresponding power output is observed. The next change

of the rotor speed depends on the reading of the preceding power

output. If increase in the output power is observed while increasing the

rotor speed then the direction of perturbation signal is not altered. If

decrease in the output power is observed while increasing the rotor

speed then the direction of the perturbation signal is altered.6

HCS or P&O algorithm does not require any prior knowledge of the

system or any additional sensor, so it is the simplest MPPT algorithm.

HCS control works well when turbine inertia is very small so that the

turbine speed reacts to wind speed almost instantaneously. For large

inertia wind turbines, the system output power is interlaced with the

turbine mechanical power and rate of change of mechanically stored

energy, which often renders the HCS method ineffective.61 Furthermore

Fig. 7 Solar cell characteristics (a) voltage-current characteristics and

(b) voltage-power characteristics

Fig. 8 CP vs. λ characteristics 

Fig. 9 Perturbation size in (a) is larger than (b) so computation speed in

(a) is faster than (b) but it also oscillates more (redrawn from ref. [55])
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this method does not work well on fast varying systems like wind

where the change is observed in seconds but is quite feasible in case of

solar where the sun’s irradiance changes over several minutes. Another

major problem associated with this method is the selection of the

optimum perturbation size. Larger perturbation step size increases the

convergence but deteriorates the efficiency of MPPT due to oscillation

around the MPP. Smaller size boosts MPPT efficiency, as shown in Fig.

7 but is slow and may be incapable of tracking MPP under rapidly

changing conditions. Also the HCS method loses it track ability when

the wind speed decreases and it has to climb downhill to search the

maximum power point.55 To overcome these demerits, improved HCS

methods are proposed in literature.62,63

4.1.2 Optimum Tip Speed Ratio Control

Power generated by wind is mostly governed by the tip speed ratio

(TSR) thus in this method optimum TSR is determined by measuring

the wind speed and rotor speed. Optimum TSR for a given wind

turbine is constant regardless of the wind speed54 thus maintaining

optimum TSR will ensure operation of the turbine at maximum power

point. TSR is calculated by measuring the turbine speed and wind

speed so it requires an anemometer for the wind speed measurement.

The TSR is then compared with the optimum value of TSR, which is

stored in the system, and the difference is fed to the controller which

in turn adjusts the speed of the generator.55 As wind speed is measured

continuously by anemometer and updated instantaneously so it

provides immediate response to change in wind speed. Fig. 10 shows

the working principle of TSR control.

Measuring wind speed along with the additional cost is the major

hindrance of this control system.61,64 Also the optimum value of TSR

is different from system to system so a custom tailored control is

needed for individual turbine. Furthermore the optimum operating

point may vary significantly with time and atmospheric condition.

Factors like icing, dirt and aging decreases the turbine rotor efficiency

which is not compensated by the TSR control algorithm.65

4.1.3 Optimum Torque Control

Similar to optimum TSR control where optimum TSR (λopt) ensures

maximum exploitation of available wind energy, this method adjusts

PMSG torque relative to maximum reference torque of wind turbine at

a given wind speed.

Equation (17) can be re-written as 

(46)

Using equation (46) in equation (16) yields 

(47)

When rotor is rotating at λopt, Cp = Cp max. So equation (47) becomes

(48)

Power is also defined as

(49)

Rearranging (49) we get 

(50)

using equation (50) and (48) we can obtain

(51)

The analytical value obtained by above equation is provided as

reference torque to wind turbine. This method is simple, fast and

efficient but its efficiency is lower compared with TSR control because

it does not measure the wind speed directly. So wind speed changes are

not instantly reflected on reference signal.54,55 Fig. 11 shows the block

diagram of optimal torque control technique.

4.1.4 Power Signal Feedback

In this method maximum power tracking is done by reading the

current power output and determines the control mechanism to follow

the maximum power in look up table obtained via simulation or test

result for individual wind turbine. This makes power signal feedback

(PSF) control difficult and expensive.6,61 Fig. 12 shows the schematic

of PSF control.

A functional approach, instead of the look up table can be used

where the power coefficient is expressed as function of TSR and blade

pitch angle as in equation (42). 

The function differs with the wind turbine rotor type so coefficients c1 - c6

and x in equation (42) can be different for different turbines. The

coefficients (c1 - c6) and parameter (λi) used by ref. [5,66-68] are different.

The power coefficient used by ref. [5] are c1 = 0.53, c2 = 151, c3 = 0.58,

c4 = 0.002, c5 = 13.2, c6 = 18.4 and x is 2.14. The parameter (λi) in ref. [51]

has been defined as in equation (43) while in ref. [5] is defined as

(52)
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4.1.5 Other Methods

There are several other novel algorithms proposed in various

literature. Researcher in ref. [70] has used Fuzzy logic control, and

artificial neural network (ANN) has been implemented in ref. [50,69]

for MPP tracking in wind energy systems.

4.2 MPPT Tracking in PV System

The characteristic of solar cell is dependent upon the insolation,

temperature and array voltage. Thus it is necessary to implement MPPT

in order to move the operating voltage close to maximum power point

under changing atmospheric conditions.

MPPT in solar is important because it reduces the solar array cost by

decreasing the number of solar panels needed to obtain the desired output.

V-I characteristics of the solar array neglecting the internal shunt

resistance is given by ref. [50]

(53)

here A is dimensionless factor. 

The output characteristic of PV array is shown in Fig 13. It shows

MPP tracking during varying weather condition.

4.2.1 Perturb and Observe (P&O)

P&O is the most widely used technique because of its simple

feedback structure and fewer measured parameters. The basic idea

behind P&O is discussed in earlier section. P&O for solar system

involves periodically increase or decrease of solar voltage and look for

the subsequent power change. If a given perturbation leads to an

increase in the array power then the subsequent perturbation is done in

the same direction otherwise perturbation is done in opposite

direction.80 As discussed earlier, MPPT for solar using P&O works

better than that in wind because the solar irradiance change is relatively

slower compared with wind. The P&O flow chart is shown in Fig. 14.

4.2.2 Incremental Conductance Method

Incremental conductance (IC) method is an alternative to P&O

method where solar array terminal voltage can be adjusted relative to

the MPP voltage by measuring the incremental and instantaneous array

conductance (dI/dV and I/V). It seems to overcome the limitations of

P&O by using incremental conductance to compute the sign of dP/dV

without perturbation. It does this by using expression dP/dV = 0 which

represents MPP as shown in Fig. 15.

(54)

(55)

Analyzing (52) and (53) dP/dV is negative when the current
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Fig. 13 Maximum power point tracking when insolation changes

(redrawn from ref. [66]) 

Table 1: Solar MPPT techniques

Methods Reference

P&O 67-69

Incremental conductance 70-73

Open circuit voltage 72,74-76

Short circuit current 72,76

Parasitic capacitance 77

Look up table and curve fitting method 78,79

Fig. 14 Flow chart of P&O algorithm for PV system

Fig. 15 Variation of dP/dV
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operating point is on the right of MPPT and positive when it is to the

left of MPP as shown in Fig. 15.

IC method offers good performance under rapidly changing

atmospheric conditions.68 It is also capable of knowing whether the

MPP has reached so does not oscillate like P&O method.71 In other

hand IC method is relatively more complex than P&O method. It

requires four sensors to perform the computation thus is expensive and

also requires more computational time which results in power loss.70-72

Although IC is relatively faster than P&O it is still slow and inaccurate

in faster variations of solar insolation.75,81

4.2.3 Parasitic Capacitance Algorithm

Parasitic capacitance method is refinement of the IC method, which

considers the parasitic junction capacitances (PJC) of the solar cell into

account.71,72 PJC in PV cell occurs as a result of charge accumulation

in p-n junction area and the inductance associated to the connections of

PV cells.82 The parasitic capacitance reduces the error signal when

operating outside the MPP thus it slows down the system dynamics.77

Parasitic capacitance is modeled as a capacitor that is parallel

connected to each PV cell in a module. Therefore parallel connection

of module increases the amount of parasitic capacity of MPPT which

results in increased efficiency of parasitic capacitance algorithm to

reach maximum value in PV systems with numerous parallel-connected

modules.71,82

4.2.4 Look Up Table and Curve Fitting Method 

In look up table method the PV generated voltage and current are

compared with the current and voltage at MPP in a look up table which

is previously stored in the control system under given climatic

conditions.78 It employs similar algorithm to power signal feedback

discussed in MPPT for wind systems.

In a curve fitting method, a functional or a numerical approach is

used instead of a look up table. A fitted equation to define Power-

Voltage (P-V) characteristics of a PV is discussed in the paper.79

(56)

Here a,b,c, and d are coefficients determined by sampling values of PV

voltage. The voltage at maximum power is obtained can be found using

(57)

The process can be repeated in each milliseconds to find more

accurate MPP.83 The disadvantage of this method is that it requires

knowledge of the physical parameters relating to the cell material for

all climatological conditions. Thus large memory capacity for

calculation might be needed.

4.2.5 Open Circuit Voltage based MPPT Technique

The power at maximum power point is defined as

(58)

As there exists a single point where maximum power is obtained,

knowing the value of any one of IMPP or VMPP, MPP can be tracked.72 

This technique assumes that the ratio of MPP voltage and open

circuit voltage is weakly affected by the solar radiation and

temperature75,76 i.e.

(59)

Where Koc is the voltage factor which can be calculated by

analyzing the PV system for wide range of solar radiations and

temperature and generally varies between 0.71 and 0.92.72,84

The major problem associated with this technique is the estimation of

Voc which require periodic disconnection of the PV module.78 In order to

measure Voc the PV system is open-circuited for a fraction of second and

reading for Voc is taken. VMPP is then calculated using (57). This process

is repeated in every few seconds to update value of VMPP.
71,81 An

alternative way is to measure on a separate PV cell called as pilot cell

which can represent the characteristics of the PV array.72,84

4.2.6 Short Circuit Current based MPPT Technique

This technique has similar approach to open circuit voltage

technique except it assumes a linear dependency between MPP current

and short circuit current.76

(60)

where Ksc is the current factor and its value can be calculated by

analyzing the PV system for wide range of solar radiations and

temperature and it generally varies between 0.64 and 0.85.72

4.2.7 Other Techniques

Karabacak and Cetin85 discussed in detail the application of neural

network in solar-wind hybrid in literature. Fuzzy logic has been used

in literature.84,86 Various novel methods proposed and discussed by

several authors.55,72,83 They have proposed more than 20 different

techniques for MPPT tracking in solar system but most of those

techniques could be costly, difficult to implement, and may not be

stable enough.67,74

5. Battery Modeling

Batteries have a significant role in off grid HRES and have large

share in initial cost. Batteries are used as a backup option to store the

power when the power production excesses the demand. The supply

from the battery is needed during peak hours when power demand is

higher than the production. In some model of HRES batteries are used

as a storage buffer, and all the electricity is supplied through battery.

Batteries used in RES have different performance characteristics

compared with batteries used in traditional applications and in electric

vehicles. Because of the stochastic nature of the renewable energy

resources the battery may experience frequent deep cycles and irregular

charging patterns. Also due to seasonal variations the battery may

experience a low state of charge (SOC) for extended period. This

inconsistency in charging and discharging causes decrease in the

battery life. The diminished battery life causes significant impact in the

overall life cycle cost of the HRES. If we consider a standalone PV
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system batteries can account for more than 40% of the life cycle cost.87

This can give us an idea on the share of the battery in the total life cycle

cost. Increasing the lifecycle of the battery will result in the significant

improvement in reliability and decrease in the lifecycle cost.

Battery’s lifetime depends upon the rate of energy consumption

from the system. The easiest way is to increase the battery life could

be decreasing the battery consumption rate – which is not always

practical in case of HRES. During the period of high consumption the

effective capacity of battery degrades and therefore decreases the life.

During period without energy consumptions the battery can recover

some of its lost capacity so the life is lengthened.88

Peukert’s Law is widely used to predict the battery discharge

considering the nonlinear properties of the battery. Mathematically

Peukert’s law is stated as

(61)

where t is the battery discharge time, C is battery capacity (Ampere-

hour value), I is the current drawn, H is rated discharge time, k is

Peukert’s coefficient. The Peukert’s coefficient is an empirical value

which can be determined by formula

(62)

where I1 and I2 are the two discharge current rates, and T1 and T2 are

the corresponding discharge duration. The battery capacity decreases

with time that means the time for charging and discharging will change.

So the value of k should be accessed after certain number of recharge

cycles. The value of k for lead acid battery is 1.3-1.4.

The charging time for a completely discharged battery is given by

(63)

5.1 Mathematical Modeling

The dynamic model of battery modeling by Dürr89 is shown in Fig.

16, which considers the non-linear nature of the battery discharge and

determines the open circuit voltage (Voc). 

Here Rp is the self-discharge resistance, which takes into account of

a small self-discharge leakage current, Ric and Rid are the internal

resistance which compensates resistance of the electrolyte and the

battery plates, Rco and Rdo are the voltage drop for the charge and

discharge process and Co represents the double layer capacitance

behavior of the battery during charge and discharge.

The open circuit voltage is a non-linear function of battery

temperature (T), discharge current (IB) and energy drawn from the battery

(Ecd). This model uses initial battery current (IB) to predict the maximum

available energy. The remaining battery energy and state of charge (SOC)

is calculated dynamically by subtracting form the initial energy. The

block diagram for determining Voc and SOC is shown in Fig. 17.

Diaf 90 compared the powered demand and power generation by

wind and solar to determine the state of charge and storage capacity. In

their system the wind power is directly sent to load through an UPS.

Unlike solar which is available during day only, wind can be available

throughout the day. So there can be three cases:

a. Where wind alone can meet the power demand i.e.

Pwg(t) ≥ Pload (t). Excess power if available would be used in

charging the battery. The storage capacity at any given time (t)

is expressed as

(64)

where Cbat(t) and Cbat(t-1) are the available battery capacity at time (t) and (t-1).

Ppv is power generated by PV, Pwg is power generated by wind turbine generator,

Pload(t) is power consumed at load t, t is simulation time step (∆t = 1 hrs), ηcad

is efficiency of AC/DC converter and ηcha is battery charging efficiency which

depends upon charging current and may vary from 0.65-0.85.91

b. Wind alone cannot meet the power demand but combining with

PV can, i.e., (ηinv Pwg(t) + Ppv(t)) ≥ Pload(t). In such case the

excess power if available is used in charging the battery. Battery

storage capacity in such case is given by:

(65)
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Fig. 17 Block diagram for determining Voc and SOC (Redrawn from ref. [5])

Fig. 16 Dynamic model of lead acid batteries
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c. Total energy generated cannot meet the load demand then the

battery is in discharge process (i.e. ηinv Pwg(t) + Ppv(t) < Pload(t))

(66)

where ηdech is battery discharge efficiency (which is equal to 192), ηinv

is inverter efficiency, C is capacity of battery at any time t, Cbat(t) is

constrained by Cbat min ≤ Cbat(t) ≤ Cbat max where Cbat min and Cbat max are

minimum and maximum allowable battery capacity.

Optimum capacity (Cbatn) can be determined by

(67)

where DOD is depth of discharge in percentage.

The battery bank is sized on the basis of days of autonomy, which

is the number of days battery bank can supply the load with absence of

power. Maximum depth of discharge, temperature, rated battery

capacity and battery life are other factors that affect the battery

selection. Battery capacity with regards to the depth of discharge can be

calculated as

(68)

where Cbat is battery capacity in Amp-hrs, Pload is load in ampere hour.

Bin et al.91 used the following model to estimate charge of battery

at any time ‘t’. When the battery is at charging state

(69)

And while discharging (assuming discharge efficiency to be 1)

(70)

where EB(t) and EB(t-1) is battery charge at time t and (t-1) respectively,

σ is hourly self-discharge rate, EGA(t) is the total energy generated by

combined PV and wind generator after energy loss controller, E(L) is

load at time t, and ηinv and ηbatt are the efficiency of inverter and

charging efficiency of battery bank.

The battery bank should meet the following condition.

(71)

Here the maximum charge quantity of the battery bank EB max is the

rated nominal capacity of battery bank and EB min is the minimum

charge of battery determined by depth of discharge (DOD) such that;

(72)

6. Control of Hybrid Energy System

The dynamic interaction between the power electronic interface of

renewable energy sources leads to problems of stability and power

quality in the system, which makes HES control difficult and complex.2

A hybrid energy system can be standalone or grid connected.

Standalone systems need to have generation and storage capacity large

enough to handle the load while in a grid connected system the storage

device can be relatively smaller as deficient power can be obtained

from the grid. A grid connected hybrid can supply electricity to both

load and the utility grid. However, when connected to grid, proper

power electronic controllers are required to control voltage, frequency

and harmonic regulations, and load sharing.13 The performance

analysis of HES can only be evaluated after performance analysis of

individual system. MPPT tracking is to be done for individual

subsystems as found in literature. 

During operation hybrid wind-solar system is subjected to

fluctuating wind speeds and solar insolation as well as to varying load

demand. Hence a controller is essential to determine how much energy

is available from each component and how much to use of it. The

operation policy for autonomous wind-solar hybrid system should

employ the available energy from the wind turbine and solar panel in

each sub period to use first and excess energy to be stored in batteries.

If the renewable energy is not sufficient to supply the load in a given

sub period then energy is drawn from battery storage first and then

through diesel generator (if available). In case of systems where diesel

generator are available, batteries act as fuel saver as batteries are used

prior to diesel engine.10 The operation policy in case of grid connected

hybrid system should exploit renewable energy first and excess energy

if available should be stored in batteries. However if excess energy is

still available then it should be sold to the grid. If renewable energy is

not sufficient to supply the load in a given sub period then batteries

should be employed first and grid electricity should be used if

deficiency still exists. The battery in grid connected system store the

surplus power from power generation system, so only small power

from the grid is needed.

7. Conclusions

Approximately one-fifth of the global populations are living without

electricity in the world. In developing countries of Asia, it is estimated

that almost one third of total population are deprived of electricity. An

alternative to the grid connected power is the renewable energy based

off-grid power system. 

Focusing on the three top most used renewable energy sources, we have

presented a summary of mathematical modeling of various renewable

power systems. Non-linear characteristics of wind power system and PV

system such as the power, voltage and current are summarized for

maximum power point tracking. Various MPPT techniques and modeling

of storage device were presented.
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